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The water quality reports for the month of November 2007 are enclosed 

1 ) Daily CT & benchmark calculation report 
2) Monthly operational parameters report 

In addition, the benchmarking data is included. 

If you need additional information, contact me at (802)864-7454. 

Michael G. Barsotti 
Director of Water Quality & Production 
CHAMPLAIN WATER DISTRICT 



Champlain Water District Disinfection and Turbidity Reporting Requirements 

MONTHLY CT GOAL OF 30 WAS MET DURING PEAK HOURLY FLOW 
WATER ENTERING THE DISTRIBUTION SYSTEM NEVER FELL BELOW 0.2 MGIL 
103 INSTANCES OF RESIDUAL DISINFECTANT CONCENTRATION MONITORING THIS MONTH 
0 INSTANCES WHERE RESIDUAL DISINFECTANT CONCENTRATION IS MEASURED BUT NOT DETECTED 
CURRENT MONTH: V FACTOR = B/A x 100 = 0 O h  

PREVIOUS MONTH: V FACTOR = 0 % 

TURBIDITY 

180 TURBIDITY MEASUREMENTS TAKEN FOR COMBINED FILTER EFF. 
100 % OF COMBINED FILTER EFF. TURBIDITY MEASUREMENTS ARE < 0.3 NTU 
100 % OF TURBIDITY MEASUREMENTS ARE < OR = THE TARGET TURBIDITY LIMITS 
TURBIDITY DURING THIS MONTH DID NOT EXCEED 1 NTU 
TURBIDITY REMOVAL GOAL WAS MET THIS MONTH 

Continuous individual filter turbidity monitoring required under 141.74 was conducted this month. 

An individual filter exceptions report was not required. 

TREATMENT OPERATING STATUS 

According to VT DEC-Water Supply Division Criteria, a 99 percent (2 log) removal of Cryptosporidium , 
a 99.9 percent (3 log) removal and/or inactivation of Giardia lamblia cysts; 

November 2007 

and a 99.99 percent (4 log) removal and/or inactivation of viruses were achieved this month 
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Champlain Water District Monthly Operational Parameters 






























